CAUTION!
CO2 ALERT

CO, Sensor: Do not cover or place anything
in front of or on top of the sensor.

Indication Explanation
Green LED Unit in operation.
Red LED CO2 Awareness indication. The CO2 level is over 5000 ppm. No danger - but the CO2 is

unnaturally high. The display on the CO2 sensor will show “High”.
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Red LED Low-Alarm (Ambient CO2 concentration level of 1.5%) or TWA Alarm (5000 ppm/8 h Time
Weighted Average). The display on the CO2 sensor will show “Alarm”. Connected remote
N IE-3| )E=J VE-JL DE-I DE-IL 1) warning lamps will be activated. Call Service: 800.472.2855. Refer to Mk9.
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E Red LED High-Alarm (Ambient CO2 concentration level of 3% or more). The display on the CO2
§ sensor will show “High-Alarm”. Connected remote warning lamps will be activated.
3 -:r,';:-/‘:) — Call Fire Departement.
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§ Yellow LED CO2 sensor fault. The display on the CO2 sensor will show “Error”.

Call Service: 800.472.2855. Refer to Mk9.
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